PALISADE FIRE PROTECTION DISTRICT RESOLUTION
RESOLUTION #2020-02

A RESOLUTION BY THE BOARD OF TRUSTEES OF THE PALISADE FIRE
PROTECTION DISTRICT ADOPTING THE 2018 EDITION OF THE INTERNATIONAL
FIRE CODE (IFC) REGULATING AND GOV THE SAFEGUARDING OF LIFE
AND PROPERTY FROM FIRE AND EXPLO ZARDS ARISING FROM THE
STORAGE, HANDLING AND USE OF HAZA S SUBSTANCES, MATERIALS
AND DEVICES, AND FROM CONDIA 10 DOUS TO LIFE OR PROPERTY IN
THE OCCUPANCY OF BUILDINGS A REMISES IN THE PALISADE FIRE
PROTECTION DISTRICT; P G FOR THE ISSUANCE OF PERMITS AND
COLLECTION OF FEES FORE; AND REPEALING THE 2012 EDITION OF
CODE AND AMENDMENTS THERETO AND ALL

RDINANCE D PARTS OF ORD NCES IN
Y THE BC})% STEES OF E RAL E FIRE

OF MESA, STATE COLORADO;

SEC
That a certain document, at least one copy @f which le in the Office of theyPalisade
Fire Protection District, being marked and | Fi de 2018
Edition. including Appendix chapters B, C, "A"Appendix
"F", Appendix "G", Appendix " i ?Ap dix "N” as
published by the Internatio i ed as ode of the Palisade
Fire Protection District for i ardiflg of life and property
from fire and explosi i INg and use of hazardous
substances, materia its for hazardous uses or
operations; and each a | of the regulati ans, conditions and terms of such
International Fire Code, 2018 edition, publishedfby the International Code Council, on file
at the Palisade Town Hall, hereby referred to, ted and made a part hereof as if fully
set out in this resolution.

SECTION 2:

Establishment and Duties of Fire Prevention:

The International Fire Code shall be enforced by the Division of Fire Prevention, which is
hereby established within the Palisade Fire Protection District jurisdiction and which shall
be operated under the supervision of the Chief of the Palisade Fire Protection District.



@) The Fire Marshal (Fire Code Official) in charge of the Division of Fire Prevention
in the Palisade Fire Protection District shall be appointed by the Chief of the Fire District.
(b) The Chief of the Fire District may detail such members of the Fire District as
Inspectors as the Chief shall from time to time deem necessary.
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Section 3: Q
Amendments to the 2018 Editiofef the Intérnational Fire Code:/\«
reb ended and ch IIowing respects:

1 amended as follows:

ed under any of
formance of official duti

The International Fire Co
Section 101 Scope

is used in the International Fire
ire Protection District, Mesa County,

Section 101.1
Code, it shall be held to mean the Palis
Colorado.

Section 105.6. Required operational permits. Section 105.6 is amended as follows:

Operational permits are valid for three years from date of issue for Explosives.

Hazardous Materials, HPM Facilities and Storage of scrap tires and tire products
permits are required for new and existing operations.



All other permits are valid only for each event or season.

Operational permits are required for the following:

Operational Permits: Code Section:
Amusement buildings** 105.6.2
Carnivals and fairs ** 105.6.4
Exhibit and trade shows** 105.6.13
Fireworks retail sales ** 105.6.14
Explosives ** 105.6.14
Pyrotechnic special effects materj 105.6.14 &
105.6.40

Hazardous Materials** 105.6.20
HPM Facilities** 105.6.21

Open Burning* (com * 105.6.32
Storage of sc nd tire*byproducts** 105.6.46

uired for the "burn season™ as outlined in the Mesa County

ctionj205.6.32 OPEN ing t nguage is DELEIED and | read as
olfows:
Permits for bonfires, and open burning s secured at the ade Fire
Protection District. Such permits here to all applicakle fite codes and

ordinances and the Colora ntrol Act, C.R.S. 19%3, se 25-7-

128 and the Mesa Count Control Regu ation./
Section 105.6.47 Amen }0n"105.6.47 to read a
Section 105. rary membran uresfand tents.

An operational permit is requiréd to operate an air-supported temporary
structure, a temporary special evept'structure, or a tent having an individual
or contiguous area more than 1,000 square feet.

Exception 1. Tents used exclusively for recreational camping purposes.

Exception 2. Funeral tents and curtains, or extensions attached thereto,
when used for funeral services.



Exception 3. Temporary membrane structures and tents utilized for the
purposes of retail fireworks sales, special amusement buildings or outdoor
assembly events such as a circus, carnival, tent show, theater, skating rink,
dance hall or other similar use shall require an operational permit when the
area exceeds 400 square feet.

Section 105.7 Required constructio @ . Section 105.7 is amended as follows:

Construction Permi Code
Plan Revie
Autom ishing systems** 105.7.1
nkler Systems
ire pumps and related eqUipment** 105.7.8
ire alarm an ms and related ui 105.7.7
Installatio abdveground storage tarks
or uhde storage tanks** 105.7.9
Fla le anchcombustible liquid§ ™ 105.7.9

LPg

105.7.16
Gates and Barricades Acra%a us Access Roads 105.7.12
**Permit fees and rates shall tabJished by separa res by the Board
of Trustees of the Palisade FiréProtection District.

e replaced as follows:

Whe iefAOf the Fire District disapproves an application or refuses to
i at the provisions of the Code do
g of the Code have been misconstrued
or wrongly interpreted, the applidant may appeal the decision of the Chief of the
Fire District to the Board of AppgalS created by Part 13 of Ordinance #8, adopted
by the Mesa County Board of County Commissioners. Such appeal shall be
perfected by filing with the Chief of the Fire District a written appeal along with a
fee of $100 within 30 days from the date of the decision appealed.

Section 110.4 Violation penalties. The language of section 109.4 is DELETED and
shall read as follows:

Section 110.4 Violation penalties:



@) Persons who shall violate a provision of this code or shall fail to
comply with any of the requirements thereof or who shall erect, install, alter,
repair or do work in violation of the approved construction documents or
directive of the code official, or of a permit or certification used under
provisions of this code shall y of a misdemeanor or punishable
pursuant to 32-1-1002 (3) (d): as amended. Each day that a violation
erviced shall be deemed a separate

offense.

(b) Thea 1gn of the above penalties shalt not be held to prevent
the en mova f prohibited conditions.
ngeiage/of 112.4 is DELETED and shall read as follows:

S
Secti lure to Comply:
(@ » Any person who of the provisions@e or ordinances

eby adopted or to comply therewith, o
with an order made thegetimger, or who buildssi

Section 112.4

ho violates”or fails to comply
ion of any detailed statement

32-1-1002
(3)(2), C.R.S, as a : [ iti p fﬁny violation shall
not excuse the vio uch persons shall be
ithif a reasonable time; and when
not otherwi tions are maintained shall
constitute a sep
(b) The appHlcation of the above
enforced removal of prohibited conditio
(©) Any person who shall continue any work after having been served with a
stop work order except such work as that person is directed to perform to remove a
violation or unsafe condition shall be liable of a municipal offense under the

Palisade Municipal Code.



Section 308.1.4.1. Add a new section to read as Follows:
308.1.4.1. Egress from buildings. Barbecues shall not be used or stored in or near
stairwells, corridors or other areas that are intended to be used as a means of egress

or considered an interior living space.

Section 319 Mobile Food Preparation

Section 319 will become effective 020.
Section 503.2.5. Add a A@ptl read as follows:
Exceptions:

uildings are equipped throughout with approved automatic

Sec

12 inches high with a
perties as required by the
Fire ated within the fire district
boundary, whi i dfrom access roadways or streets.
Section 901.3.1. Add a new Section 901.3. read as follows:

901.3.1 Relocations and additions to fire sprinkler and fire alarm systems in existing
facilities.

Any addition or remodeling to existing commercial fire sprinkler systems that
involve 20 sprinkler heads or less, or fire alarm systems that involve 5 devices or
less, will not require a permit when approved by the fire code official via a scope



of work letter review process. The review letter process shall comply with the
guidance document established and provided by the Palisade Fire District.

Section 903.3.1.3 NFPA 13D sprinkler systems. This is hereby AMENDED to read
as follows:

Automatic sprinkler systems
installed througho rdarice with NFPA 13D. Where NFPA 13D systems are
installed, t be deStgned and operate in the following manner:

w activations shall be capable of sounding an_interior audible

an exterior
audible/visual alarm. T from the nearest

ire department Ss roa
The light used shall be a strob at least 110 185 candela.

Where public water servi ot provide required glow PA 13D
systems the following design criterig shall be used:
apacity shall be the mini required by
nal amount based Uponfthe expected response
ent, not to ex a'20 ute response time.

ment connecti%:ti 03.3.7 is amended by the

Fire department connections must h ated within 150 feet of the nearest fire
hydrant unless waived by the Fire Chief.

Section 903.3.
addition of the foll

Section 907.1.2 Fire alarm shop drawings. The following shall be added:

907.1.2 System designers shall have a NICET Level ID certification or
equivalent.

907.1.3 New systems shall be designed with addressable devices.



Exception: systems which monitor and transmit alarms from automatic fire
sprinkler systems only.

Section 907.8.6 False Alarms: Alarm system malfunctions or malicious false alarms.

A new section to be ADDED as follo

Section 907.8.6
Whenever the a%f anyfire alarm is due to a malfunction of the system and
had an

that system hasihia r malfunction within the same quarter of a calendar year,
% ing any calendar year, the owner and/or operator of the system
O

penalties imposed in accordance with Section 110.4.

or operator of a m to police the
such as the intentignal activ a false alarm or the
moke or heat dete top ce a false alarm. After

dar year from the same fire
re than six during a ar year violatio Ities may be
imposed in accordance with Sec 110.4

Section 907.8.6.2 \

Whenever the alarm was activated and

ef capfiot determine how
three such d alarms occur within the same‘€alendar year quarter effective
with t equent alarmsforalarms eding six during any calendar
year, pena become effegti %v venth and subsequent alarms in

accordance Section 110.4.

Se

Section 907.8.6.3

A new fire alarm system shall be allowed 30 days to become stabilized before this
false alarm section will be applied.

Section 907.8.6.3

A new fire alarm system shall be allowed 30 days to become stabilized before this
false alarm section will be applied.



Section 1006. Number of Exits and Exit Access doorways: Section 1006 is amended
by adding the following:

Section 1006.2.2.7 Outdoor Patios within the Palisade Fire District.

All Group A-2 Assembly and otheifo aficies that have a fenced or enclosed
outdoor patio shall have an ed o' exit equipped with panic hardware

direct to the exterior.

Appendix C Fire Hydrant Locati nd Distribution
Section C103.4 The

&
T)h%new section is addgw 'x)
Section C 103.5 Fire Hydrants. @
; p

shall be ADDED to existing wording of this section:

“Fire hydrant pumper connections shall be e ith a five-inch
connection (commonly referred.4@,as Storz)‘and metal cap which can beéjyemoved by a
standard pentagon nut hydr rengh. mper connecti Il #ace the street or as

directed by the Fire Chief:
THE ABOVE RESOLU AS ADOPTED BY %OF TRUSTEES OF THE
PALISADE FIRE PROTECTION DISTRICT A S BOARD MEETING THIS
2

DAY OF TO BECOME EFFECTIVE

, 20




